As one of the most widely used units in water cooling systems, the closed wet cooling towers (CWCTs) have two typical counter-flow constructions, in which the spray water flows from the top to the bottom, and the moist air and cooling water flow in the opposite direction vertically (parallel) or horizontally (cross), respectively. This study aims to present a simplified calculation method for conveniently and accurately analyzing the thermal performance of the two types of counter-flow CWCTs, viz. the parallel counter-flow CWCT (PCFCWCT) and the cross counter-flow CWCT (CCFCWCT). A simplified cooling capacity model that just includes two characteristic parameters is developed. The Levenberg-Marquardt method is employed to determine the model parameters by curve fitting of experimental data. Based on the proposed model, the predicted outlet temperatures of the process water are compared with the measurements of a PCFCWCT and a CCFCWCT, respectively, reported in the literature. The results indicate that the predicted values agree well with the experimental data in previous studies. The maximum absolute errors in predicting the process water outlet temperatures are 0.20 and 0.24 • C for the PCFCWCT and CCFCWCT, respectively. These results indicate that the simplified method is reliable for performance prediction of counter-flow CWCTs. Although the flow patterns of the two towers are different, the variation trends of thermal performance are similar to each other under various operating conditions. The inlet air wet-bulb temperature, inlet cooling water temperature, air flow rate, and cooling water flow rate are crucial for determining the cooling capacity of a counter-flow CWCT, while the cooling tower effectiveness is mainly determined by the flow rates of air and cooling water. Compared with the CCFCWCT, the PCFCWCT is much more applicable in a large-scale cooling water system, and the superiority would be amplified when the scale of water distribution system increases. Without multiple iterative calculations and extensive experimental data, the simplified method could be used to effectively analyze the thermal performance of counter-flow CWCTs in operation. It is useful for optimization operation of counter-flow CWCTs such that to improve the energy efficiency of the overall cooling water system.
Introduction
As one of the commonly used units in cooling water systems, the closed wet cooling tower (CWCT) is essentially combining a closed-circuit heat exchanger (usually tubular serpentine coil bundles) and a direct-contact evaporative cooling tower into a compact device [1] . The process water inside the serpentine tubes is indirectly cooled by evaporative heat and mass transfer process between the spray water and the moist air flowing outside the tubes. In two typical CWCTs with different counter-flow constructions, the spray water flows from the top to the bottom, and the moist air and cooling water flow in the opposite direction vertically (parallel) or horizontally (cross), respectively. As compared to an open cooling tower, a CWCT is usually more expensive because the tubular heat exchangers consume a substantial amount of metallic materials [2] . However, the integration of CWCT into chillers can keep the cooling water clean and make the chiller setup more convenient [3] . Meanwhile, CWCT has been increasingly applied in the refrigeration and air conditioning industry in recent years due to its better thermal performance and lower energy consumption [4] .
To predict and/or evaluate the cooling tower performance, many numerical and analytical models have been developed on the basis of heat and mass transfer theory with suitable assumptions. Xia et al. [2] reported a novel designed CWCT and developed a one-dimensional transient distributed-parameter model to evaluate the cooling tower performance under different operating conditions. Khan et al. [5] used a detailed model to investigate the characteristics of a counter-flow wet cooling tower and reported the cooling tower performance variation along the height of the tower. Hajidavalloo et al. [6] adopted a conventional mathematical model to predict the thermal behavior of an existing cross-flow tower under various wet-bulb temperatures. Hasan and Sirén [7] presented theoretical analysis and computational modeling of CWCTs. A difference of less than 1% was found between the model output and the design data in terms of power consumption. Moreover, Computational Fluid Dynamics (CFD) is a suitable tool for performance prediction of CWCTs. For example, Sarker et al. [8] used the commercial CFD software FLUENT to devise the most suitable experimental condition based on the optimum performance of a hybrid closed circuit cooling tower with the bare-type copper coil. Gan et al. [9] adopted the CFD technology for optimizing the design and operation of CWCTs for chilled ceilings. Kang and Strand [10] studied the main physical phenomenon of simultaneous heat and mass transfer within passive downdraft evaporative cooling towers with the FLUENT platform. However, the detailed models usually needed computation codes and high-performance computers [9] . Meanwhile, these models and codes required a certain degree of specialization and consumed considerable computing time due to iterative computation [11] .
As an alternative to theoretical and analytical modeling methods, the artificial neural network (ANN) approach can be applied and achieve high accuracy and reliability for the performance prediction of a cooling tower when sufficient experimental data is available. For example, Wu, et al. [12] developed a three-layer (5-11-9 ) ANN model based on back-propagation (BP) algorithm to effectively predict the performance characteristics of a reversible used cooling tower for heat pump device in winter. Gao, et al. [13] proposed a three-layer (5-6-3) BP network model to predict the thermal performance of natural draft counter-flow wet cooling tower under cross-wind conditions. The combination of wavelet analysis and neural network can also be used effectively for predicting the performance characteristics of a shower cooling tower under various operating conditions [14] . However, the results predicted by ANN models could not provide any physical knowledge for [15] . Meanwhile, the extensive field experimental works, which were carried out on a real size cooling tower to gather enough data for training and verifying the ANN model, were costly and time-consuming.
Although mathematical modeling and ANN approach are quite popular in the research field of cooling towers, it is never an easy job to accurately and conveniently predict and/or evaluate the cooling tower performance with several experimental data inputs. Therefore, a simplified method without iterative computation and extensive experiment data inputs is urgently needed because the simplified model based on an overall approach provides as good or even better results as those based on finite differences methods [11] . The previous study showed that a mechanical cooling tower model [16] , in which three characteristic parameters were determined by the Levenberg-Marquardt method, could be simply used to predict the real-time operating performance of an open cooling tower when the operating point condition changed. Based on this mathematical model, the operating performance of counter-flow wet cooling towers can be optimized, so as to minimize the total energy Energies 2017, 10, 282 3 of 15 consumption of the condenser water loop in a centralized heating, ventilation, and air conditioning (HVAC) system [17] . As for a simple model of CWCT, Stabat and Marchio [18] presented a cooling capacity model for analyzing the combined heat and mass transfer in indirect cooling towers on the basis of Merkel's theory, which assumed that the Lewis number was equal to unity and the losses due to water evaporation were negligible. The results showed that a good agreement between the model and the manufacturers' data was achieved for a wide range of operation conditions. However, there are still two major problems in engineering applications. The first one is that the cooling capacity model is not suitable for predicting the heat rejection rate of a counter-flow CWCT because it introduces two pairs of input-output variables, including the inlet and outlet wet-bulb temperatures of moist air, and the inlet and outlet temperatures of hot water. Meanwhile, the fictitious specific heat of the saturated air and the water viscosity in the model can not be determined directly due to the lack of corresponding theoretical or empirical formulas. Therefore, under some suitable assumptions and reasonable approximations, the cooling capacity model can be further simplified for engineering application in predicting the performance of counter-flow CWCTs. The other problem is that the model should be validated by real-time experimental data of CWCTs rather than the data from manufacturers.
This study aims to develop a simplified calculation method for predicting the performance of counter-flow CWCTs accurately and conveniently. Under suitable assumptions, a simplified cooling capacity model with two characteristic parameters inputting is derived by making some necessary approximations to a combination of theoretical and empirical formulas. The Levenberg-Marquardt method is employed to determine the two parameters via curve fitting of the real-time experiment data. A parallel counter-flow CWCT (PCFCWCT) and a cross counter-flow CWCT (CCFCWCT) are selected as the study objects in this work. Based on the proposed model and new parameters, the predicted outlet temperatures of process water are compared with the experimental data presented in the previous literature. Then, the effects of the operating conditions on the two performance indicators, viz. cooling capacity and cooling tower effectiveness, of both towers are analyzed.
Methodology and Modeling

Description of the Two Typical Counter-Flow CWCTs
For a typical CWCT unit, a heat exchanger is incorporated into a conventional direct contact evaporative cooling tower, in which three working fluids conduct heat and mass transfer. Process water runs inside the serpentine tubes, while moist air and spray water flow outside the tube bundles. According to the situation of relative movement between air and process water, cooling towers can be categorized as cross-flow and counter-flow [19] . In this study, two typical counter-flow CWCTs with distinct flow constructions are selected as the research objects. As shown in Figure 1a , a force-draught CWCT with parallel counter-flow construction is designated as PCFCWCT in this study. As the best one-dimensional flow pattern of CWCT [20] , the majority of flow patterns [7, 9, 11, 18, [21] [22] [23] [24] were that cooling water and spray water parallel flowed from the top to the bottom, while air flowed in the opposite direction. As shown in Figure 1b , the other one with cross counter-flow construction is designated as CCFCWCT, in which spray water flows from the top to the bottom, while process water and counter air flow in the horizontal direction. 
Assumptions and Simplifications
The major assumptions to derive the simplified modeling equations are summarized as follows:
(1) The heat and mass transfer processes occur under steady-state conditions [23, 25] .
(2) Water and air specific heats are constant [2, 23, [25] [26] [27] . The heat and mass transfer coefficients are constant [25] . (3) Heat transfer from the tower fans to air or water streams is negligible [26] , and the heat exchange between the wall of CWCT and the surroundings is negligible [2, 3, 25, 26] . (4) The spray water flow rate is sufficient to wet all surfaces of the tubes [2] [3] [4] 7] . Mass of spray water taken away by the airflow per unit time is much smaller compared to the mass flow rate of spray water. Therefore, the mass flow rate of the spray water is constant [3] , which means the reduction of the water flow rate by evaporation (generally 1%-3% of the water mass flow rate) is neglected in mass balance [6, 16, 28] . The spray water outlet temperature is equal to the spray water inlet temperature because the heat exchange between the circulating pipe and the surroundings is negligible. (5) Process water and air are in counter-flow [23] .
Before modeling the cooling tower performance, we make approximations to the fictitious specific heat of the saturated air and the dynamic viscosity coefficient of process water as follows based on the existing empirical formulas. Through an analogy to the specific heat of water, the fictitious specific heat of the saturated air is defined as the ratio of the enthalpy difference to the temperature difference between the inlet and outlet wet-bulb temperatures, which is given as [18] :
The enthalpy of the saturated air is a single function of the wet-bulb temperature and can be determined by the following equation [29] : 
The enthalpy of the saturated air can also be calculated by an empirical correlation [30] as follows: 
The saturated enthalpy is approximately linear with respect to wet-bulb temperature [16] . As shown in Figure 2 , the fictitious specific heat of air is almost constant, 3.5878 kJ/(kg·°C), when the wet-bulb temperature ranges from 5 to 35 °C. In contrast, the other two fictitious specific heats, 
(1) The heat and mass transfer processes occur under steady-state conditions [23, 25] . (2) Water and air specific heats are constant [2, 23, [25] [26] [27] . The heat and mass transfer coefficients are constant [25] . (3) Heat transfer from the tower fans to air or water streams is negligible [26] , and the heat exchange between the wall of CWCT and the surroundings is negligible [2, 3, 25, 26] . (4) The spray water flow rate is sufficient to wet all surfaces of the tubes [2] [3] [4] 7] . Mass of spray water taken away by the airflow per unit time is much smaller compared to the mass flow rate of spray water. Therefore, the mass flow rate of the spray water is constant [3] , which means the reduction of the water flow rate by evaporation (generally 1%-3% of the water mass flow rate) is neglected in mass balance [6, 16, 28] . The spray water outlet temperature is equal to the spray water inlet temperature because the heat exchange between the circulating pipe and the surroundings is negligible. (5) Process water and air are in counter-flow [23] .
The enthalpy of the saturated air is a single function of the wet-bulb temperature and can be determined by the following equation [29] :
The enthalpy of the saturated air can also be calculated by an empirical correlation [30] as follows:
The saturated enthalpy is approximately linear with respect to wet-bulb temperature [16] . As shown in Figure 2 , the fictitious specific heat of air is almost constant, 3.5878 kJ/(kg· • C), when The correlation between the dynamic viscosity and the temperature of water can be calculated by the following empirical formula [31] :
The design temperature difference between the inlet and outlet cooling water of CWCTs is usually 5 °C for residential and commercial buildings. As shown in Figure 3 , the relative errors of water viscosity coefficient within the design temperature difference is less than 12.6% when the outlet temperature of process water is 10 °C. Therefore, the viscosity coefficient at the inlet temperature of process water can be used as a reliable substitute representation from the inlet to the outlet temperature of process water, which can meet the accuracy of the viscosity coefficient. 
Thermal Performance Analysis
Under the aforementioned assumptions for a steady state, steady-flow processes, the cooling capacity and the cooling tower effectiveness are adopted as indicators to evaluate the performance of counter-flow CWCTs and the calculation and analysis are described as follows. According to the Merkel approach, the cooling capacity of a CWCT is expressed as follows [22, 32] : The correlation between the dynamic viscosity and the temperature of water can be calculated by the following empirical formula [31] :
The design temperature difference between the inlet and outlet cooling water of CWCTs is usually 5 • C for residential and commercial buildings. As shown in Figure 3 , the relative errors of water viscosity coefficient within the design temperature difference is less than 12.6% when the outlet temperature of process water is 10 • C. Therefore, the viscosity coefficient at the inlet temperature of process water can be used as a reliable substitute representation from the inlet to the outlet temperature of process water, which can meet the accuracy of the viscosity coefficient. The correlation between the dynamic viscosity and the temperature of water can be calculated by the following empirical formula [31] :
Under the aforementioned assumptions for a steady state, steady-flow processes, the cooling capacity and the cooling tower effectiveness are adopted as indicators to evaluate the performance of counter-flow CWCTs and the calculation and analysis are described as follows. According to the Merkel approach, the cooling capacity of a CWCT is expressed as follows [22, 32] : 
Under the aforementioned assumptions for a steady state, steady-flow processes, the cooling capacity and the cooling tower effectiveness are adopted as indicators to evaluate the performance Energies 2017, 10, 282 6 of 15 of counter-flow CWCTs and the calculation and analysis are described as follows. According to the Merkel approach, the cooling capacity of a CWCT is expressed as follows [22, 32] :
The process water outlet temperature of a counter-flow CWCT can be determined by rewriting Equation (5) as:
Based on the above assumptions, the air side energy balance equation can be determined approximately by [8] :
When 12 ≤ d ext ≤ 40 mm, 0.7 < Γ/d ext ≤ 5.5 kg/(m 2 ·s), 2500 ≤ Re a ≤ 14,000, 50 ≤ Re sw ≤ 240, 2500 ≤ Re w ≤ 10,000 and 3 ≤ Pr w ≤ 8 (15 ≤ T w,i ≤ 60 • C), the cooling capacity model developed for counter-flow CWCTs can also be expressed as [18] :
where UA and ∆T LM , can be calculated by the following equations:
where β ext is a constant that depends on the thermal properties of air and the coil's geometry, and β int is a constant that is influenced by the coil's geometry and the constant water-properties. When ∆T max /∆T min < 2, the logarithmic mean temperature difference can be simplified as follows [33] :
Substituting Equations (3)- (11) into Equation (1), the simplified cooling capacity model for counter-flow CWCTs is obtained:
Based on well-established experimental data under quasi-steady-state conditions, the two characteristic parameters, β ext and β int , can be determined by curve fitting of experimental data with the Levenberg-Marquardt method using the Statistic Package for Social Science (SPSS) tool.
Substituting Equation (12) into Equation (6), the predicted outlet temperature of process water is obtained: 
By analogy to the effectiveness of a classical heat exchanger, the cooling tower effectiveness, which is defined as the ratio of actual temperature drop to the maximum temperature drop of the inlet process water, is expressed as follows:
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Substituting Equation (13) into Equation (14) , the cooling tower effectiveness is determined as follows:
Results and Discussion
Model Validation
Model validation was carried out for predicting the performance of a PCFCWCT [34] and a CCFCWCT [35] . Moreover, the predicted outlet temperatures of process water were compared with the measurements for both towers.
Validation with a Parallel Counter-Flow CWCT
The PCFCWCT [34] selected in this study was a forced-draught cooling tower with a dimension of 1.2 m × 0.6 m × 1.55 m, in which the smooth circular tubes were used as a heat exchanger. Its performance was tested at the University of Porto. The key experimental data of the cooling tower are listed in Table 1 . The mass flow rates of spray water were 1.23 and 1.38 kg/s, respectively. The spray water temperature ranged from 13.6 to 18.1 • C. Table 1 presents a comparison between the predicted thermal performance and the measurements for the tower. As shown in Table 1 In addition to the example of a PCFCWCT, the simplified model with new input parameters was also verified by a CCFCWCT, which was reported in previous literature [35] . This tower was a forced-draught CWCT with dimensions of 0.57 m × 0.31 m × 0.18 m, in which the fin-tube structure was employed to expand the heat and mass transfer area, and the discontinuous louvers were also used on the fins. Its performance was tested in an environmental chamber. Table 2 shows the experimental data of the tower. The mass flow rates of the spray water varied from 0.06 to 0.13 kg/s, and its temperature ranged from 24.4 to 27.9 • C. Comparison between the predicted and measured outlet temperatures of the process water is presented in Table 2 . When three different values, viz. 2.3516, 3.5878, and 5.2759, were assigned to the fictitious specific heat of air, the two new parameters (β ext , β int ) of the simplified model were obtained correspondingly, viz. consistent with the measurements, and the maximum absolute error of the temperature difference was 0.24 • C. This means the proposed model with new parameters is reliable for predicting the outlet temperature of process water of the CCFCWCT. Validation results indicated that the models with new input parameters were accurate enough for predicting the thermal performance of the two typical counter-flow CWCTs. The predicted outlet temperatures of the process water were almost independent of the fictitious specific heat of air. Therefore, the fictitious specific heat of saturated air was set to be 3.5878 kJ/(kg· • C) for the following analysis. Moreover, due to the effect of pollution on the cooling tower performance, the characteristic parameters of the simplified model should be updated periodically by inputting the latest performance and operating data to guarantee the model's prediction accuracy. A similar phenomenon also existed in another simplified cooling capacity model for an open cooling tower [16] .
Effects of Different Factors on Cooling Capacity and Cooling Tower Effectiveness
Based on the above results analysis, the cooling capacities and effectiveness values of both towers could be predicted by the proposed model with new parameters under different operating conditions because it was difficult for the limited experimental data to thoroughly reveal the performance. The effects of different factors, including the inlet parameters of three kinds of working fluids, on the cooling tower performance were investigated.
Effects of Spray Water Flow Rate and Inlet Water Temperature
Obviously, the cooling capacity predicted by Equation (12) was not influenced by the change of spray water flow rate, even though it was derived and simplified under the assumption of a constant spray water flow rate [18] . This phenomenon is probably the consequence of joint contributions of the spray water, the spray, and the splash. When the external surface of the heat exchanger is fully wetted by the spray water, an increase of spray water flow rate does not significantly improve the thermal performance, which is consistent with the results reported by Facão [11] , Zheng [21] , and Yoo [22] . The spray water temperature is a dependent variable, which is mainly determined by the status of air and process water [34, 35] . Thus, no further study is needed to investigate the effect of the spray water parameters on the thermal performance of a CWCT.
Effect of Ambient Wet-Bulb Temperature
The ambient wet-bulb temperature is a key factor that influences the thermal performance of a CWCT. When m a = 1.0 kg/s, m w = 0.5 kg/s, and T w,i = 25.0 • C, the cooling capacities and effectiveness values of both towers were investigated with the ambient wet-bulb temperature increasing from 5.0 to Figure 4 , the two indicators of the two towers vary with the ambient wet-bulb temperatures significantly. A decrease of ambient wet-bulb temperature is beneficial to improve the cooling capacity of a CWCT because the temperature difference between the air and the cooling water is increasing. This indicates that the cooling water outlet temperature has a strong positive correlation with the ambient wet-bulb temperature, which is consistent with the findings of Zheng [4] , Yoo [22] , and Sarker [32] . The cooling tower effectiveness was not considerably affected by the ambient wet-bulb temperature in this study, which was consistent with the results reported by Facão [11] .
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Effect of Air Flow Rate
When ma = 0.1-2.0 kg/s, mw = 0.5 kg/s, Tw,i = 25.0 °C, and Twb,i = 15.0 °C, the effects of dry air mass flow rate on the thermal performance of the two counter-flow CWCTs are shown in Figure 5 . Apparently, the rise of air flow rate promotes the heat and mass transfer between the air and the spray water [7] , which contributes to improving the thermal performance of CWCTs. Similar results were reported in [2, 11, 22, 32, 35] . However, the bigger the air flow rate, the larger the fan energy consumption. Thus, a trade-off between the cooling tower performance and the fan energy consumption should be considered in both the initial design phase and the operating period. 
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Effects of Inlet Water Temperature
As shown in Figure 6 , the inlet cooling water temperatures make obvious influences on the cooling capacity and the cooling tower effectiveness while m a = 1.0 kg/s, m w = 0.5 kg/s, T w,i = 16-25.0 • C, and T wb,i = 15.0 • C. The cooling capacity increases almost linearly with the increase of the cooling water inlet temperature due to the increase of heat and mass transfer driving forces among the working fluids, which is consistent with findings by Jiang [35] . However, the cooling tower effectiveness increases slightly with the temperature increase, which indicates that the influence of water inlet temperatures on the tower's thermal efficiency is negligible within a narrow range of inlet temperature for process water. Similar results were also reported in [11] .
As shown in Figure 6 , the inlet cooling water temperatures make obvious influences on the cooling capacity and the cooling tower effectiveness while ma = 1.0 kg/s, mw = 0.5 kg/s, Tw,i = 16-25.0 °C, and Twb,i = 15.0 °C. The cooling capacity increases almost linearly with the increase of the cooling water inlet temperature due to the increase of heat and mass transfer driving forces among the working fluids, which is consistent with findings by Jiang [35] . However, the cooling tower effectiveness increases slightly with the temperature increase, which indicates that the influence of water inlet temperatures on the tower's thermal efficiency is negligible within a narrow range of inlet temperature for process water. Similar results were also reported in [11] . 
Effects of Process Water Flow Rate
As shown in Figure 7 , when ma = 1.0 kg/s, Tw,i = 25.0 °C, and Twb,i = 15.0 °C, the performance indicators of the two cooling tower vary with the cooling water flow rate increasing from 0.1 to 1.0 kg/s. The results show that the cooling capacity of a counter-flow CWCT increases with the increase of cooling water flow rate, while the effectiveness is in contrast, which are consistent with the results reported by Xia [2] . This indicates that the increase of cooling water flow rate would strengthen the heat transfer process between the spray water and the process water. Therefore, a larger cooling water flow helped to release more heat to the atmosphere [35] . However, the greater the cooling water flow rate, the larger the pump energy consumption. On the other hand, to obtain a high thermal efficiency, the process water flow rate should be minimized. Therefore, a balance between the CWCT performance and the cooling water flow rate should be achieved to achieve a better solution for optimizing the daily operation of a CWCT with parallel or cross counter-flow construction. 
As shown in Figure 7 , when m a = 1.0 kg/s, T w,i = 25.0 • C, and T wb,i = 15.0 • C, the performance indicators of the two cooling tower vary with the cooling water flow rate increasing from 0.1 to 1.0 kg/s. The results show that the cooling capacity of a counter-flow CWCT increases with the increase of cooling water flow rate, while the effectiveness is in contrast, which are consistent with the results reported by Xia [2] . This indicates that the increase of cooling water flow rate would strengthen the heat transfer process between the spray water and the process water. Therefore, a larger cooling water flow helped to release more heat to the atmosphere [35] . However, the greater the cooling water flow rate, the larger the pump energy consumption. On the other hand, to obtain a high thermal efficiency, the process water flow rate should be minimized. Therefore, a balance between the CWCT performance and the cooling water flow rate should be achieved to achieve a better solution for optimizing the daily operation of a CWCT with parallel or cross counter-flow construction.
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Effects of Inlet Water Temperature
Effects of Process Water Flow Rate
As shown in Figure 7 , when ma = 1.0 kg/s, Tw,i = 25.0 °C, and Twb,i = 15.0 °C, the performance indicators of the two cooling tower vary with the cooling water flow rate increasing from 0.1 to 1.0 kg/s. The results show that the cooling capacity of a counter-flow CWCT increases with the increase of cooling water flow rate, while the effectiveness is in contrast, which are consistent with the results reported by Xia [2] . This indicates that the increase of cooling water flow rate would strengthen the heat transfer process between the spray water and the process water. Therefore, a larger cooling water flow helped to release more heat to the atmosphere [35] . However, the greater the cooling water flow rate, the larger the pump energy consumption. On the other hand, to obtain a high thermal efficiency, the process water flow rate should be minimized. Therefore, a balance between the CWCT performance and the cooling water flow rate should be achieved to achieve a better solution for optimizing the daily operation of a CWCT with parallel or cross counter-flow construction. During cooling tower operation, the ambient wet-bulb temperature is a non-controllable variable. As mentioned above, in this study, the mass flow rate of spray water was remained constant such that the external surface of the heat exchanger was thoroughly wetted by the spray water. Therefore, the effects of the two controllable factors, viz. the mass flow rates of air and process water, on the cooling capacity and effectiveness of both towers were investigated under given conditions, viz. at an ambient wet-bulb temperature of 15 • C and a process water inlet temperature of 30 • C.
The cooling capacities of both towers were investigated by varying the mass flow rates of air and process water in Equation (12) . As shown in Figure 8 , the air flow rate has more impact on the cooling capacity of PCFCWCT than the process water flow rate, while the process water flow rate affects the cooling capacity of CCFCWCT almost as much as the air flow rate does. This can be explained by the fact that, compared with PCFCWCT, the CCFCWCT can achieve more uniform heat and mass transfer driving forces in most of the apparatus, which is consistent with the findings by Jiang [35] . The results indicate that the optimum ranges of air flow rate and water flow rate can be detected in Figure 8 to maximize the cooling capacity. These optimum ranges vary within a lower water flow rate and a higher air flow rate for PCFCWCT, and higher flow rates of air and water for CCFCWCT, respectively. This means that the CWCT with parallel counter-flow construction is much more applicable than the one with cross counter-flow construction in the large-scale cooling water system, and the superiority would be amplified when the scale of the water distribution system increases. The reason might be that the minor reductions in energy consumption of circulating water pumps would be enough to offset the increase of energy consumption of fans. During cooling tower operation, the ambient wet-bulb temperature is a non-controllable variable. As mentioned above, in this study, the mass flow rate of spray water was remained constant such that the external surface of the heat exchanger was thoroughly wetted by the spray water. Therefore, the effects of the two controllable factors, viz. the mass flow rates of air and process water, on the cooling capacity and effectiveness of both towers were investigated under given conditions, viz. at an ambient wet-bulb temperature of 15 °C and a process water inlet temperature of 30 °C.
The cooling capacities of both towers were investigated by varying the mass flow rates of air and process water in Equation (12) . As shown in Figure 8 , the air flow rate has more impact on the cooling capacity of PCFCWCT than the process water flow rate, while the process water flow rate affects the cooling capacity of CCFCWCT almost as much as the air flow rate does. This can be explained by the fact that, compared with PCFCWCT, the CCFCWCT can achieve more uniform heat and mass transfer driving forces in most of the apparatus, which is consistent with the findings by Jiang [35] . The results indicate that the optimum ranges of air flow rate and water flow rate can be detected in Figure 8 to maximize the cooling capacity. These optimum ranges vary within a lower water flow rate and a higher air flow rate for PCFCWCT, and higher flow rates of air and water for CCFCWCT, respectively. This means that the CWCT with parallel counter-flow construction is much more applicable than the one with cross counter-flow construction in the large-scale cooling water system, and the superiority would be amplified when the scale of the water distribution system increases. The reason might be that the minor reductions in energy consumption of circulating water pumps would be enough to offset the increase of energy consumption of fans. The cooling tower effectiveness values of both towers were investigated by varying the mass flow rates of air and process water in Equation (15) . As shown in Figure 9 , the air flow rate has more influence on the effectiveness of both cooling towers than the process water flow rate. When the ratio of water to air flow rate is constant, the effectiveness of both towers decreases with the process water flow rate increases. For instance, when the water/air (m w /m a ) flow ratio equals 1, the effectiveness ranges decrease by 22% and 21% for PCFCWCT and CCFCWCT, respectively, with the process water flow rate increasing from 0.5 to 2.0 kg/s. This indicates that the effectiveness values of both towers have similar variation tendencies.
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The cooling tower effectiveness values of both towers were investigated by varying the mass flow rates of air and process water in Equation (15) . As shown in Figure 9 , the air flow rate has more influence on the effectiveness of both cooling towers than the process water flow rate. When the ratio of water to air flow rate is constant, the effectiveness of both towers decreases with the process water flow rate increases. For instance, when the water/air (mw/ma) flow ratio equals 1, the effectiveness ranges decrease by 22% and 21% for PCFCWCT and CCFCWCT, respectively, with the process water flow rate increasing from 0.5 to 2.0 kg/s. This indicates that the effectiveness values of both towers have similar variation tendencies. 
Conclusions
Two typical closed water cooling towers (CWCTs) with different counter-flow constructions, viz. one with the parallel counter-flow and the other with the cross counter-flow, were selected as the study objects in this work. A simplified model and calculation method were presented for performance prediction of counter-flow CWCTs. Based on the proposed cooling capacity model with new input parameters, the outlet temperatures of the process water were compared with the measurements. Furthermore, the cooling capacity and cooling tower effectiveness of both towers were investigated and compared, respectively, under given operating conditions. The key findings are summarized as follows:
(1) A simplified cooling capacity model with two characteristic parameters inputting was developed and the two parameters were determined by curve fitting of real-time experimental data using the Levenberg-Marquardt method. 
(1) A simplified cooling capacity model with two characteristic parameters inputting was developed and the two parameters were determined by curve fitting of real-time experimental data using the Levenberg-Marquardt method. (2) The predicted outlet temperatures of the process water were in good agreement with the experimental data. The maximum absolute errors between the predicted values and the measurements were 0.20 and 0.24 • C for the parallel counter-flow CWCT (PCFCWCT) and the cross counter-flow CWCT (CCFCWCT), respectively. These results indicated that the simplified method was reliable for performance prediction and analysis for counter-flow CWCTs. (3) Although the flow patterns of both types of counter-flow CWCTs were different, the effects of the main influencing factors on their performance indicators were similar. The inlet parameters of cooling water and air were crucial for determining the cooling capacity of a counter-flow CWCT, while the effectiveness was mainly determined by the flow rates of air and cooling water. (4) The PCFCWCT is much more applicable than the CCFCWCT in a large-scale cooling water system, and the superiority would be amplified when the scale of water distribution system increases.
The simplified method proposed in this paper provided a convenient way to accurately predict and evaluate the thermal performance of a counter-flow CWCT without iterative computation and a large number of experiments. It could make the systematical performance study and the optimization operation of the whole water cooling system more convenient and easier.
